Abstract. In this study, acoustic analysis and thermofluid performance of a Ranque-Hilsch Vortex Tube (RHVT) is experimentally investigated under different orifice diameters at its cold tube. The orifice diameters used are 2mm, 3 mm, 4 mm, 5 mm and 6 mm. The inlet pressure (gage) is set at 10 psi, 15 psi, 20 psi and 25 psi for each orifice diameter. The sound produced by the tube is recorded using a microphone located outside the cold tube. The acoustic signal is processed using Fast-Fourier Transform (FFT) to obtain the frequency representation. Main frequencies are then extracted to constitute the signature of the signal for that specific configuration. It is observed that different orifice diameters give different signatures. These signatures are then associated with the thermofluid performance of the device to obtain the relation among the parameters.
Introduction
Ranque-Hilsch Vortex Tube (RHVT) (see figure 1 ) is an industrial device that is able to produce hot and cold temperatures of air flow from compressed air. Compressed air supplied at the inlet of the device enters several nozzles at a swirl generator to create swirl motion. This swirl flow moves close to the tube wall towards the hot outlet and exits through the conical valve. The centre part of the flow in the tube is bounced back creating a secondary flow towards the orifice and exits through the cold outlet of the device. The flow of air leaving the conical valve has a higher temperature relative to the inlet temperature, while the flow leaving the orifice has a lower temperature relative to the inlet temperature. Despite its simplicity of mechanism, the phenomenon is not well understood. Throughout the years, many researches have been done in order to explain the phenomena. Universiti Teknologi MARA (UiTM) Malaysia has started the research on RHVT since 2011.
The study covered experimental, CFD simulation, visualization and acoustic analysis. The study conducted by Ismail et al. [1] revealed the influence of parameters to the overall performance of an RHVT. They conducted experiments by varying the inlet pressure, nozzle depth and orifice diameter. They found that the increase of inlet pressure and nozzle depth would improve the performance of the device. However, the performance of the device was not in linear relation with the orifice diameter. This experimental study is also done by other researchers such as Thakera [2] and Nimbalkar [3] . The visualisation of the device was done by Istihat et al. [4] using a transparent tube with bigger scale from the actual RHVT. Through this visualisation they could observe the swirl motion inside the tube. Wisnoe et al. [5] conducted experiments to associate the effect of different nozzles depth to the acoustic signals produced by the RHVT, as also suggested by Kurosaka [6] about the acoustic streaming of the device. They observed that increasing the inlet pressure did not displace the signal frequencies significantly when the same swirl generator was used within the range of inlet pressures studied. The magnitude of the frequencies, however, changed significantly when different swirl generator was used. Different swirl generator produced different set of frequencies. The set of frequencies-magnitudes represent unique signature of the RHVT for that specific configuration and performance of the RHVT. Abd Rahman et al. [7] further investigated the acoustic signatures produced by the RHVT by studying the effect of orifice diameter to the acoustic signature at the hot tube. It was observed that the acoustic signature remained unchanged when different orifice diameters were used. In other study, Istihat et al. [8] presented the wavelet transform of the acoustic signals recorded at the outlet of cold and hot tubes. The wavelet analysis allowed obtaining the time-frequency representation of the signals.
This paper is focusing on the effect of the orifice diameter to the acoustic signal produced at the cold side of the tube and to its thermofluid performances. Fig. 2 shows the schematic diagram of the experiment. This experiment setting is to ensure the thermofluid data (mass flow rate, pressure and temperature) at the inlet and both outlets are measured properly and the sound produced at the cold tube of the RHVT is captured. An "anechoic" box (acoustic box) was used to isolate the sound produced by the tube from the surrounding noise. The sound from tube was captured by a B&K microphone connected to a multichannel spectrum analyzer. The air pressure is controlled by a valve placed before the inlet. The pressures were set at 10 psi, 15 psi, 20 psi and 25 psi. This experiment was held in a thermodynamic laboratory at around 101kPa of atmospheric pressure.
Methodology
The "anechoic" box is divided into two chambers to separate the hot tube and the cold tube. This is to ensure that only the sound produced on each side is recorded. Fig. 3 shows the swirl generator used in this experiment. Four orifice diameters were applied: 2 mm, 3 mm, 4 mm, 5 mm and 6 mm. 
Mass fraction is the ratio between the outlet mass flow rate ( c m ) and the inlet mass flow rate ( i m ) (Eq. 2).
It represents the portion of air flowing through the cold outlet. Isentropic efficiency ( isen K ) is calculated using the principle of adiabatic expansion of an ideal gas (Eq. 3), where γ is the specific heat ratio (for air γ = 1.4), P a and P i represent the atmospheric pressure and the inlet pressure of the air respectively.1
The recorded sounds were processed using FastFourier Transform (FFT) to obtain the frequency spectrum of the signals. Main frequencies are then extracted and replaced by bars representing the frequency location and magnitude. Fig. 4 shows the effect of orifice diameter to the isentropic efficiency RHVT. The isentropic efficiency gradually increases from orifice diameter of 2 mm to 4 mm then it decreases at higher diameters. Among five orifice diameters used, the diameter of 4 cm produces maximum efficiency (around 16% -18%) for all four pressures applied at the inlet. The highest isentropic efficiency achieved is 17.88% for orifice diameter 4 mm at 15 psi of inlet pressure. It is also observed that at 2 mm orifice diameter, the value of efficiency is almost the same for all inlet pressures. 
Result And Discussion
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7019 the inlet. All curves give almost the same trend, it climbs from orifice diameter 2 mm to 4 mm then it descends at bigger diameters. Higher inlet pressure gives higher temperature difference for all diameters. The maximum temperature difference is obtained when the orifice diameter equals 4 mm (12°C at 25 psi inlet pressure). The signal produced by orifice diameter 6 mm is not included in this acoustic analysis as the frequency produced is very weak.
Acoustic analysis
The signal produced at the cold tube mostly contains two categories of frequencies, i.e. low and high frequencies. The low frequency is produced by the surrounding noise, such as from the air-conditioning vent (around 1200 Hz), compressor (around 2500 Hz), etc. The use of "anechoic" box eliminates the noise coming from the air-conditioning system. However, as the compressor is always connected to the device through the inlet pipe, the noise coming from the compressor (when it is running) is more difficult to eliminate. During experiments, the compressor ran intermittently. The presence of the compressor noise can be noticed in figure  7 (c), (h), (j), (k), (l), (m), (n) and (o).
The magnitude of the Fourier Transform of the signals in Fig. 7 is presented in Fig. 8 . It is obtained using FFT algorithm to show the frequency spectrum of the signals. The unit of the vertical axis is Pa representing the sound pressure. From the FFT results, some peaks present at different locations representing significant frequencies produced by the device captured at the cold tube for different orifice diameters. It is observed that when the inlet pressure increases (from top to bottom) the magnitude of the peaks increases. The position (the frequency) of the peaks does not seem to displace significantly when the same orifice diameter is used. For orifice diameter equals 2 mm one significant frequency appears at around 5920 Hz which is produced by the orifice. For larger diameters, more peaks appear. The highest magnitude still comes from the orifice and the others come from the right side of the orifice (the swirl generator and the hot tube) which are captured by the microphone located at the cold tube. This is confirmed by the acoustic analysis of the hot tube [7] which captured the same frequencies but with higher magnitudes (see Fig.  9 ). Except the frequency of the sound created by the orifice, other frequencies show higher in magnitude at the hot tube side. This indicates these sounds are produced inside the hot tube or closer to the hot tube. Returning back to Fig. 8 , it is observed that for orifice diameter equals 3 mm, 4 mm and 5 mm, the frequencies produced by the orifice are around 3630 Hz, 3300 Hz and 3130 Hz respectively, which are decreasing following the increase of the orifice diameter.
If the peaks that are present in the FFT results (Fig. 8 ) are replaced by bars with the same order of magnitude (after removing the low frequencies coming from the surrounding noise), the frequency representation becomes the one presented in Figure 10 . This made the analysis clearer. Each acoustic signal at different inlet pressure with different orifice diameter is now represented by a set of bars located at specific frequencies carrying different magnitude. The term "signature" can be used for each representation. These cold tube signatures represent the thermofluid performance shown in Figures 4, 5 and 6 from the cold tube point of view. For example, the signature from 2 mm orifice diameter containing frequencies around 5920 Hz and 19600 Hz with magnitudes of 0.0036 Pa and 0.0009 Pa respectively (Fig.  10 (i) ) represents the isentropic efficiency of 10% (see Fig. 4 ), temperature difference of 6.4⁰C (see Fig. 5 ) and a cold mass fraction of 0.279 (see Fig. 6 ). [7] . 
Conclusions
In this study, the effect of orifice diameter on the thermofluid performance of the RHVT and the acoustic signal produced on the cold side of the tube is investigated. The investigation has been conducted experimentally and simple signal processing using FFT has been applied. It is observed that different orifice diameter produces different set of acoustic frequencies. This set of frequencies forms a signature of the signal from the cold tube point of view that can be associated to the thermofluid performance of the device. These cold tube signatures complement the hot tube signatures, so that the performance of the RHVT can be represented by the acoustic signatures (both cold and hot tubes) produced by the device.
